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Monitoring Introduction



Solinteg Monitoring Solutions

Solinteg - Cloud Solinteg - App SolintegSet - App

Solinteg App is the portable version 
of the Sointeg cloud, allowing 
people to install it on their phones 
for monitoring and management of 
their devices and plants anytime, 
anywhere.

Solinteg Cloud isÃũřŃšƒġķ͎Ɗself-
developed official monitoring 
platform for end - users and 
distributors to monitor and manage 
their devices and plants. It features 
rich functions such as 24 - hour load 
monitoring and devices and plants 
management, remote configuration 
and upgrading, organization 
management, alarms information, 
etc.

WWW.SOLINTEG- CLOUD.COM

SolintegSet App is designed for 
quick configuration of Solinteg
hybrid inverters, offering features 
such as safety code, battery brand 
and type, work mode and off - grid 
application settings, etc.

https://www.solinteg-cloud.com/login
https://www.solinteg-cloud.com/login


Solinteg Monitoring Interfaces At A Glance
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Solinteg Cloud Operation



Solinteg Cloud Operation
Account Creation



Monitoring Platform Target Users

Organization Users Owners Solinteg Technicians

Owners mean the person or the 
company who own the power 
plant and device for self - using 
and not for sale. Owner account 
can be registered by itself or 
created by the organization 
account.

Organization users mean 
company users such as 
distributor or installer who 
ĝũġƊš͏ƒ ƗƊġ ƒĿġ ĝġƯŃėġ ĝŃƆġėƒřƶ
ĖƗƒ Ɗġřř ũƆ ŃšƊƒúřř Ńƒ ƒũ ũƒĿġƆƊ̘ aƒ͏Ɗ
usually an integral team of 
many roles. The organization 
account only can be created by 
its parent organization and 
could have many roles in an 
account.

Solinteg technician account is 
allowed to monitor and manage 
all the sub - level accounts, 
plants, and devices from 
organizations and owners for 
convenient O&M purposes. 



Account Registration - For Owners

¸ Accesshttps://www.solinteg - cloud.com/ for new account 

registration.

¸ <ųŝıůCreate an account

¸ Input a working properly email address and your name.

¸ <ųŝıů ƬřĻ ÃĻŻķ İƱƬƬƃŻ İĻřŝŻķ ƬřĻ ǉĻƠŝŐŝıĔƬŝƃŻ ıƃķĻ

¸ Input the verification code received in your registered email.

¸ Set your own password according to the password 

requirements.

¸ Êŝıů ƬřĻ İƃǏ ŝŻ ŐƠƃŻƬ ƃŐ ƬřĻ ÊĻƠŹƤ ƃŐ ÏƤĻ

¸ <ųŝıů ƬřĻOwner Registration İƱƬƬƃŻ

Two ways of acquisition of 
owner account 

Method 1

https://www.solinteg-cloud.com/


Account Configuration - For Owners

¸ The system will take you to the new page System Settings

after the registration succeeded.

¸ ÃĻƬ ƬřĻTimezone ƃŐ ǐƃƱƠ ųƃıĔƬŝƃŻby click the down arrow 

or fuzzy search.

¸ Input the electricity price according to the feed - in- tariff policy 

or local electricity price.

¸ Set the electricity price currency unit.

¸ Select your preferred time format from the list.

¸ <ųŝıů ƬřĻNext İƱƬƬƃŻ

¸ ThenǐƃƱ Ǌŝųų őƃ Ƭƃ ƬřĻPlants ƝĔőĻ

Method 1



Account Creation - For Owners

¸ Sign in the distributor account.

¸ yƃǉĻ ƬřĻ ıƱƠƤƃƠ ƬƃManagement ĔŻķ ıųŝıůPlant 

Management

¸ Click Add Plant

¸ Fill in the email of the owner of the power plant.

¸ Fill in the other blanks marked with asterisks such as plant 

name, plant type, and total string capacity

¸ <řƃƃƤĻ ƬřĻ ƠĻųĔƬĻķ ƃƠőĔŻŝǘĔƬŝƃŻ ĔŻķ ıųŝıůNext

Create owner account and power plant at 
one time

Method 2



Account Creation - For Owners

¸ Yƃ Ƭƃ ƬřĻ ŻĻǏƬ ƝĔőĻ ƃŐ ƬřĻ sƃıĔƬŝƃŻ ƤĻƬƬŝŻő

¸ Select the plant located country or region by clicking the 

down arrow.

¸ Select the time zone of the plant location.

¸ <ųŝıů ƬřĻSelection İƱƬƬƃŻ ĔŻķ Ĕ ŹĔƝ Ǌŝųų ƝƃƝ ƱƝ ųƃƃůŝŻő ŐƃƠ

the address on the map and double - click it. Or search the 

location by entering keywords in the search box.

¸ <ųŝıů ƬřĻConfirm İƱƬƬƃŻ

¸ Click the Next İƱƬƬƃŻ

Fill in the Location information



Account Creation - For Owners

Ãġƒ ͌FřġėƒƆŃėŃƒƶ ¼ƆŃėġ͍ ŃšĶũƆşúƒŃũš

¸ Set the electricity price according to the local subsidy policy 

or electricity price / Watt.

¸ Set the currency unit.

¸ <ųŝıů ƬřĻComplete İƱƬƬƃŻ

¸ An owner account with a plant inside is created successfully.

Add Device 

¸ After created successfully, you can choose to add device or 

close the page

¸ If choose to add device, i nput the device name,SN,check code

¸ If you want to add new device, Click Device management -

Add Device



Account Creation - For Organizations

¸ Sign in the organization account.

¸ yƃǉĻ ƬřĻ ıƱƠƤƃƠ ƬƃManagement ĔŻķ ıųŝıůOrganization 

Management

¸ <ųŝıů ƬřĻ+ İƱƬƬƃŻ

¸ The sub- organization code is automatically generated by the 

ƤǐƤƬĻŹ ŝŐ ǐƃƱ ķƃŻ Ƭ ųŝůĻ ƬřĻ ıƃķĻ ƠĻŐƠĻƤř ŝƬ İǐ ıųŝıů İƱƬƬƃŻ

¸ Fill in all the blanks marked with asterisks such as distributor 

company name, contact person, email, country, and address.

¸ <ųŝıů ƬřĻOK İƱƬƬƃŻ

¸ The registered email will receive a registration succeeded 

notice with account and password information.

¸ The new organization account will appear in your account.

The organization account only can be created 
by its parent organization



Solinteg Cloud Operation
Interface Introduction



Interface Introduction - Overview Of All Plants

All power plants are 
categorized and 
counted by the 
working status, the 
number in the circle 
is the total plant 
quantity.

All devices in power 
plants are 
categorized and 
counted by the 
working status, the 
number in the circle 
is the total device 
quantity.

Power plant system 
performance by 
different counting 
periods.

PV generation 
+other generation 
column.

Plant generation 
ranking by unit 
performance.

Environmental 
performance

1 2

3

4

5
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Interface Introduction - Plants

¸ All power plants your account manages will be listed on this page, and you can quickly sort them out by different dimensions.

Categorize plants by system working 
status. 

Categorize plants by the plant type

Categorize plants by the 
organization, which can quickly sort 
out all power plants in an 
organization.

ÃġúƆėĿ ú ƊƃġėŃĶŃė ƃřúšƒ Ėƶ ƒĿġ ũưšġƆ͏Ɗ ġşúŃř̙
plant name or serial number



Interface Introduction - Overview Of A Single Plant

1

2

3

Single plant energy generation is counted by day/month/year and lifetime.
Energy flow animation, clearly show the system energy generation and consumption.
Plant basic introduction including address, type, weather, connection date and system capacity.



Interface Introduction - Overview Of A Single Plant

1
2

Real- time power curve of each module in a single PV plant.
The proportions of system production used for self - consumption and power export.
Your home appliances' energy consumption constitutions.
Load power = PV power + Battery power - Grid power

3
If there is positive and negative values 
on the curve, system will show the 
explanation of the status



Interface Introduction - Device List/Device Details

<ųŝıů ƬřĻ BĻǉŝıĻ sŝƤƬto check 
all devices added to the power 
plant.

<ųŝıů ƬřĻ BĻǉŝıĻ {ĔŹĻto 
check the detailed info of all 
system modules.



Interface Introduction - Device Curve

More parameter curves can 
be generated by selecting 
them from the list.

<ųŝıů ^ŝƤƬƃƠŝıĔų ŝŻŐƃ Ƭƃ ǉŝĻǊ ķĻǉŝıĻ ŝŻŐƃ ŝŻ ƬřĻ ıƱƠǉĻ ŐƃƠŹĔƬ



Solinteg Cloud Operation
Management



Plant Management

<ųŝıůManagement
Plant Management

and you will see a list of 
plants in your account 
featured with some 
operation buttons.

Click to quickly enter the device 
management page.
Click to edit the plant info such as 
installation info, location, and 
subsidy price.
Click to delete the power plant.

1 2 3

2 2 2

<ųŝıůAdd Plant Ƭƃ ıƠĻĔƬĻ Ĕ ŻĻǊ ƝųĔŻƬ ŝŻ ǐƃƱƠ ĔııƃƱŻƬ ƬřĻ ķĻƬĔŝųĻķ
steps for creating a new plant can be found on pages 13, 14, and 15. 



Device Management

<ųŝıů ƬřĻ İƱƬƬƃŻ İĻřŝŻķ ƬřĻ ƝųĔŻƬ ƃŻ ƬřĻ ƝųĔŻƬ ŹĔŻĔőĻŹĻŻƬ ƝĔőĻ Ƭƃ ĻŻƬĻƠ ƬřĻ ķĻǉŝıĻ ŹĔŻĔőĻŹĻŻƬ ƝĔőĻ

1

Method 1
<ųŝıůManagement Device Management Ƭƃ ĻŻƬĻƠ ƬřĻ ķĻǉŝıĻ ŹĔŻĔőĻŹĻŻƬ ƝĔőĻ

Method 2

Click to edit the device name.

Click to delete the device from the plant (your history data cannot be restored if deleted the device).

Click to configure device parameters such as grid, power control, protection, feature, and battery parameters.  

The parameter configuration must be done by a qualified and well - trained engineer with guidance from Solinteg .



Device Parameter Configuration

Default to open to enable phase 
unbalanced output  on the on - grid side 

Set according to local safety 
regulation requests.

Enable the Export limit if needed

Set the max.output power according 
to your local requirment

Set the percentage of power allow 
exported to the grid

OFF by default. Choose the mode if 
you want inverterter output reactive 
power



Device Parameter Configuration

The operation of protection 
parameters must be done on the 
guidance of Solinteg after - sales 
engineer.

If inverter in parallel system, change 
ƬřĻ ƠƃųĻ ĔƤ ŹĔƤƬĻƠ ƃƠ ƤųĔǉĻ

Click the workmode to change it

Keep this function enabled, or 
ŝŻǉĻƠƬĻƠ ıĔŻ Ƭ ƤǊŝƬř İĻƬǊĻĻŻ ƃŻ ƃŐŐ
grid



Device Parameter Configuration

Select compatible battery 
brands from the list

Battery will stop discharge 
power when the battery 
level reaches the set value Disable by default, choose 

manegement mode, then 
set the control parameters 



Device Parameter Configuration

The normal working inverter 

ǊƃŻ Ƭ ƠĻĔıƬ Ƭƃ ƬřŝƤ ƃƝĻƠĔƬŝƃŻ

and the waiting mode inverter 

will enter working status after 

clicking this button.

The normal working inverter will 

enter waiting mode when clicking 

this button.

You can maintain the battery or PV 

after powering off the inverter.

When the inverter works 

abnormally, clicking this 

button to restart the 

inverter sometimes can 

solve the problem.

This function will check the phase sequence of 
smart meter and the direction of CT. Make sure 
the Inverter, Battery and smart meter normal 
before start this test.



Device Parameter Configuration - Owner Account

Remote parameter configuration privileges of the owner's account are relatively low, only 
can set export limit/work mode/battery parameters.
There is no export limit setting when the safety code is VDE4105/Austria /Switzerland



Organization Management

Check all organization accounts 

that are managed by you by 

clicking the unfold button.

<ųŝıůManagement Organization Management Ƭƃ ĻŻƬĻƠ

organization management page to create accounts for your 

sub- level organizations or your internal team members.

The method of creating organization 

account has been introduced on page 

16, please go to page 16 for 

reference.

Search the organization 

account by entering 

company name, email, 

and organization code.

Organization 

Account Creation

Internal Account Creation

<ųŝıůInternal Account

<ųŝıůAdd Account

Input the account info as the system requested and click the 

OK İƱƬƬƃŻ

Permissions of the role:

Administrator has the privilege of 

operating and managing all 

accounts, plants, and devices.

O&M can manage all plants, 

devices, and sub- level organizations.

Visitor can only view all plants and 

devices.



Account Settings

ClickƬřĻPortrait ƃŻ ƬřĻ ƠŝőřƬ
ƬƃƝ ıƃƠŻĻƠ ĔŻķPersonal info
to check your account profile. 

Edit the personal info by clicking the personal settings. Edit the general info by clicking general settings

Edit the company info by clicking the company settings



Download Center

Move your cursor to the 

account  icon, click the 

Download Center, system will 

go to the download part of 

Solinteg website.



Solinteg Cloud Operation
Alarms



Alarm Setting

ClickƬřĻPortrait ƃŻ ƬřĻ ƠŝőřƬ
ƬƃƝ ıƃƠŻĻƠ ĔŻķPersonal info
to check your account profile. Choose whether to receive the alarm information or not. The alarms are sorted into two levels, fault 

and protection. You can choose to receive one or both.

Choose which way to receive the alarm information, in 
email or APP, or both.

Choose the language of 
your push information



Alarm Search

¸ All alarm information of your plants the account manages will be listed on this page, and you can quickly sort them out by di ffe rent 

dimensions.

Categorize plants/devices by 
alarm type

Categorize plants/devices by 
alarm status

Categorize plants/devices by 
directly input the alarm name

Search a specific plant by plant name or serial 
number

Categorize plants by alarm 
start date and end date



Alarm Operate

ClickƬřĻ ¢ƝĻƠĔƬĻ ıřĻıů ƬřĻ
alarm information details

Alarm device basic 
information

Alarm start time

Alarm level, protection or fault

Alarm name description

Restored or not repaired

Alarm recovery time

Why alarms appear

How to check and settle the alarms



Solinteg Cloud Operation
Firmware Upgrade



Firmware Upgrade - Add

ClickƬřĻ  ķķ Ĕķķ ķĻǉŝıĻƤ Ƭƃ
upgrade list

Input the device SN or plant name to search for the 

device you want to upgrade

System shows the current and latest version 

Check the firmware decription, confirm if you continue to 

upgrade



Firmware Upgrade - Export

ClickƬřĻ FǏƝƃƠƬ ķƃǊŻųƃĔķ
the  upgrade history list



Solinteg APP Operation



Solinteg App

Solinteg App is the portable version of Solinteg cloud monitoring 

allowing both organization users and owners to monitor and 

manage their plants and devices at any time anywhere. 

Solinteg App operation steps are similar to the  Solinteg - cloud, 

ĔŻķ řĻƠĻ ǊĻ ǊƃŻ Ƭ ƝƠĻƤĻŻƬ ƬřĻ ķĻƬĔŝųĻķ ƤƬĻƝƤ ĔİƃƱƬ ĔııƃƱŻƬ

registration, plant creation, and plant management.

Overview Page Device information Page


